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FULL SLAT SECTION  HALF SLAT SECTION

5/8"

4 5/8"

-

" 10 3/4"
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WEATHERSTRIP
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— 21/4"
OPTIONS —
OPENING WIDTH ‘/ OPENING WIDTH
| /7
OPENING HEIGHT -
73/4 (S REFERENCE = O.W."+11.75")
VOLTS OPTIONS | [ 115-208-230V 1 PHASE 60HZ 512
[ 208-230-460V 4 PHASE 60HZ
[ 575V 3 PHASE 60HZ
GUIDE TYPE OPTIONS | [J E GUIDES ] SECTION A-A
[J MIXED GUIDES
[ zGuiDES
1/4" SETBACK
DETAIL
E GUIDE
COMPONENT MATERIAL OPERATION | NOTES:
HOOD 24 GA. GALVANIZED STEEL RATINGS: FEMA / ICC500 ULB 4HR FIRE RATING
CURTAIN 12 GA. GALVANIZED STEEL LH BENCH
GUIDES STEEL ANGLES MOUNT
BOTTOM BAR STEEL ANGLES

STANDARD MAX. VALUES
MODEL WIDTH HEIGHT
610FR 11 11
|=— DIM "A"
PROJECTION —= f—
A
2
2 5/8" J
o -
)
i
TOTAL
HEIGHT
OPENING
HEIGHT
SECTION B-B FINISHED FLOOR
DOOR HEIGHT DIM "A"
LESS THAN 6'-0" 33-7/8"

6'-0" OR GREATER )
AND LESS THAN 10-0" | 35-7/8

10-0" OR GREATER 37-7/8"

PROJECTION
MIN. [ MAX.
20" X 22" [32" X 34"

EVERGUARD™

610FR FIRE RATED SHELTER DOOR
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VOLTS OPTIONS | [ 115-208-230V 1 PHASE 60HZ 612

[ 208-230-460V 4 PHASE 60HZ

[ 575V 3 PHASE 60HZ

GUIDE TYPE OPTIONS | [ E GUIDES dl SECTION A-A
[J MIXED GUIDES
[ zGuiDES
1/4" SETBACK
DETAIL
E GUIDE
COMPONENT MATERIAL OPERATION | NOTES:
HOOD 24 GA. GALVANIZED STEEL RATINGS: FEMA / ICC500 ULB 4HR FIRE RATING
CURTAIN 12 GA. GALVANIZED STEEL RH BENCH
GUIDES STEEL ANGLES MOUNT
BOTTOM BAR STEEL ANGLES

STANDARD MAX. VALUES
MODEL WIDTH HEIGHT
610FR 11 11
DIM "A"

PROJECTION

FINISHED FLOOR

SECTION B-B
DOOR HEIGHT DIM "A"
LESS THAN 6'-0" 33-7/8"

6'-0" OR GREATER )
AND LESS THAN 10-0" | 35-7/8

10-0" OR GREATER 37-7/8"

PROJECTION
MIN. [ MAX.
20" X 22" [32" X 34"

EVERGUARD™

610FR FIRE RATED SHELTER DOOR
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BY: H
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FULL SLAT SECTION ~ HALF SLAT SECTION
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OPTIONS ‘/ OPENING WIDTH ————————————— /

OPENING WIDTH i /7% )
OPENING HEIGHT 734" (S REFERENCE = O.W."+11.75") ﬁ
VOLTS OPTIONS | [] 115-208-230V 1 PHASE 60HZ 61/2"

[ 208-230-460V 4 PHASE 60HZ

[ 575V 3 PHASE 60HZ SECTION AA

GUIDE TYPE OPTIONS | [J E GUIDES
[J MIXED GUIDES
[ zGuiDES
1/4" SETBACK
DETAIL
E GUIDE
COMPONENT MATERIAL OPERATION | NOTES:
HOOD 24 GA. GALVANIZED STEEL RATINGS: FEMA / ICC500 ULB 4HR FIRE RATING
CURTAIN 12 GA. GALVANIZED STEEL LH FRONT
GUIDES STEEL ANGLES OF HOOD
BOTTOM BAR STEEL ANGLES

STANDARD MAX. VALUES
MODEL
WIDTH HEIGHT
610FR 11" 11"
[=— DIM"A"
PROJECTION —|
A
.| |
25/8 n
o
] e
TOTAL
HEIGHT
OPENING
HEIGHT

SECTION BB FINISHED FLOOR

DOOR HEIGHT DIM "A"
LESS THAN 6-0" 42-1/8"
6-0" OR GREATER B
AND LESS THAN 10-0" | 44-1/8
10'-0" OR GREATER 46-1/8"

PROJECTION
MIN. [ MAX.

20" X 22" [32' X 34"
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[ 575V 3 PHASE 60HZ
GUIDE TYPE OPTIONS | [] E GUIDES SECTIONAA
[J MIXED GUIDES
[ zGuiDES
1/4" SETBACK
DETAIL
E GUIDE
COMPONENT MATERIAL OPERATION NOTES:
HOOD 24 GA. GALVANIZED STEEL RATINGS: FEMA /ICC500 ULB 4HR FIRE RATING
CURTAIN 12 GA. GALVANIZED STEEL RH FRONT
GUIDES STEEL ANGLES OF HOOD
BOTTOM BAR STEEL ANGLES

STANDARD MAX. VALUES
MODEL WIDTH HEIGHT
610FR 11 11
=—— DIM"A"
PROJECTION —= f—
1
)
25/8" J
TOTAL
HEIGHT
OPENING
HEIGHT
SECTION B-B FINISHED FLOOR
DOOR HEIGHT DIM "A"
LESS THAN 6'-0" 42-18"

6'-0" OR GREATER .
AND LESS THAN 100" | 44-1/8

10'-0" OR GREATER 46-1/8"

PROJECTION

MIN. [ MAX.
20" X 22" [32" X 34"
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VOLTS OPTIONS | [ 115-208-230V 1 PHASE 60HZ —61/2"
[ 208-230-460V 4 PHASE 60HZ
[ 575V 3 PHASE 60HZ d SECTION AA
GUIDE TYPE OPTIONS | [J E GUIDES
[J MIXED GUIDES
[ zGuiDES
1/4" SETBACK
DETAIL
E GUIDE
COMPONENT MATERIAL OPERATION | NOTES:
HOOD 24 GA. GALVANIZED STEEL RATINGS: FEMA / ICC500 ULB 4HR FIRE RATING
CURTAIN 12 GA. GALVANIZED STEEL LHToP
GUIDES STEEL ANGLES OF HOOD
BOTTOM BAR STEEL ANGLES

STANDARD MAX. VALUES
MODEL
WIDTH HEIGHT
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/|
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o
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TOTAL
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OPENING
HEIGHT
SECTION B-B FINISHED FLOOR
DOOR HEIGHT DIM "A"
LESS THAN 6'-0" 37-5/8"
6'-0" OR GREATER .
AND LESS THAN 10-0" | 39-5/8
10'-0" OR GREATER 41-5/8"
PROJECTION
MIN. [ MAX.
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UARD™

610FR FIRE RATED SHELTER DOOR

DWG. NO. DATE:

T Gamulss. Ther Divighsal

SHEET BY:

Sy




—| |~ 1/4" SETBACK

Z GUIDE DETAIL

10 3/4"

I‘ ——=B

18 1/4"

— [=— OPENING WIDTH ‘L

114" SETBACK —=| e —=l |— 114" sETBACK

MIXED GUIDE DETAIL

I_l 1

4

P

FULL SLAT SECTION

5/8"

4 5/8"

HALF SLAT SECTION

OPTIONS

OPENING WIDTH

OPENING HEIGHT

VOLTS OPTIONS

[J 115-208-230V 1 PHASE 60HZ
[7 208-230-460V 4 PHASE 60HZ
[J 575V 3 PHASE 60HZ

ES (PS|(PS|(ES (BS| CS| (FW| (PN (PN (EW (PS||PS| PR| (P[P8 (M| tS (N P (PE

sa halliallsa [ial valliallia liallia hhallial salallsa liallva lial jallia

7 3/4"

ELEVATION

— — 214"

OPENING WIDTH

i
\ WEATHERSTRIP

..//'

(S REFERENCE = O.W."+11.75") %'
l— 61/2"

q: SECTION A-A
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1/4" SETBACK
DETAIL
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COMPONENT MATERIAL OPERATION | NOTES:
HOOD 24 GA. GALVANIZED STEEL RATINGS: FEMA / ICC500 ULB 4HR FIRE RATING
CURTAIN 12 GA. GALVANIZED STEEL RH TOP
GUIDES STEEL ANGLES OF HOOD
BOTTOM BAR STEEL ANGLES

STANDARD MAX. VALUES
MODEL WIDTH HEIGHT
610FR 11 11
f=— DIM"A"
PROJECTION —=
1
)
i
25/8" J
o
3"
TOTAL
HEIGHT
OPENING
HEIGHT
SECTION B-B FINISHED FLOOR

DOOR HEIGHT DIM "A"
LESS THAN 60" 37-5/8"
6-0" OR GREATER .
AND LESS THAN 10-0" | 39-5/8
10-0" OR GREATER 41-5/8"
PROJECTION
MIN. [ MAX.

20" X 22" [32" X 34"

EVERG

UARD™

610FR FIRE RATED SHELTER DOOR

DWG. NO. DATE:
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OPENING WIDTH ﬂ‘ 1
OPENING HEIGHT 734" (S REFERENCE = O.W."+11.75") ﬁ
VOLTS OPTIONS | [ 115-208-230V 1 PHASE 60HZ 61/2"

[ 208-230-460V 4 PHASE 60HZ

[ 575V 3 PHASE 60HZ f SECTION AA

GUIDE TYPE OPTIONS | [J E GUIDES
[J MIXED GUIDES
D Z GUIDES 1/4" SETBACK
DETAIL
E GUIDE
COMPONENT MATERIAL OPERATION | NOTES:
HOOD 24 GA. GALVANIZED STEEL RATINGS: FEMA / ICC500 ULB 4HR FIRE RATING
CURTAIN 12 GA. GALVANIZED STEEL LH WALL MOUNT
GUIDES STEEL ANGLES
BOTTOM BAR STEEL ANGLES

STANDARD MAX. VALUES
MODEL WIDTH HEIGHT
610FR 11 11

PROJECTION — —

25/8" J \X

TOTAL
HEIGHT

OPENING
HEIGHT

SECTION B-B FINISHED FLOOR

PROJECTION

MIN. [ MAX.
20" X 22" [32" X 34"

EVERGUARD™

610FR FIRE RATED SHELTER DOOR

DWG. NO. DATE:

SHEET BY:
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STANDARD MAX. VALUES
MODEL
< WIDTH HEIGHT
|_| 610FR 11" 11"
' PROJECTION — —
10 3/4" I— a| 19 1/4" .
|
‘ I 258 4 \\‘
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L
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A
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ELEVATION WEATHERSTRIP SECTION B.B FINISHED FLOOR
FULL SLAT SECTION ~ HALF SLAT SECTION —p— 2 SROJECTION
/ J MIN. I MAX.
OPTIONS < OPENING WIDTH L 20" X 22" |32" X 34"
/7 2
OPENING WIDTH
7 3/4" —ow .
OPENING HEIGHT (S REFERENCE = O.W."+11.75") ﬁ
61/2"
VOLTS OPTIONS |:| 115-208-230V 1 PHASE 60HZ
|:| 208-230-460V 4 PHASE 60HZ
[ 575V 3 PHASE 60HZ q: SECTION A-A
GUIDE TYPE OPTIONS | [] E GUIDES
[J MIXED GUIDES
[ zcuipes 1/4" SETBACK
DETAIL
E GUIDE
COMPONENT MATERIAL OPERATION | NOTES: EVE RG U AR D ™
HOOD 24 GA. GALVANIZED STEEL RATINGS: FEMA /ICC500 ULB 4HR FIRE RATING 610FR FIRE RATED SHELTER DOOR
CURTAIN -
12 GA. GALVANIZED STEEL RH WAL MOUNT DWG.NO. BDATE. ——
GUIDES STEEL ANGLES
SHEET BY: e gy
BOTTOM BAR STEEL ANGLES
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